











/[— WARNING TAPE (Center Over MPEI Conduits)

48"

Soil Less Than
MIN 6" in Diameter 7
Customer's street light
conduit (if applicable)

36" TYP ’
\/ COMMUNICATIONS
. %
;i % 12" Soil Less Than
112 /// MLN- 1" in Diameter
! 4K
2" TYP. ‘ AR CRK
e \\/
NN
PRIMARY SECONDARY
— 4“ |——
MIN.
NOTES:

1) Depths specified are to finished grade.
2) Over-excavate trenches as necessary to allow for;
a) Sand bedding;
b) Loose and sandy sails;
c) Where more than one conduit will be installed in trench and laying of first
conduit may cause trench damage and reduction in depth.

3) Backfilling is part of all trenching units including joint-use trenches.

4) Compaction per road authority requirements.

5) Water and Sanitation districts require 10" horizontal separation from their
facilities to electric or gas lines. MPEI requires 10' horizontal separation from
gas lines and structures.

6) Minimum clearance 12" vertical to all utility crossings.

SUPER TRENCH: CONDUIT FOR CABLE BURIAL
24.9M14.4 kV
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